
Typical 200 AMP Overhead Service 
Diagram with Attachment Above Roof

Purchased from MPPS
Meter Base 

"Thru the Wall"

Flashing

(minimum)
Leave 3' Leads

2" Weatherhead

/6��2.'#5#06�219'4�5;56'/

NOTES:
2. All conductors are to be sized and installed according to the NEC.
3. Ground rod, foundation, & metal facilities shall be grounded according to the NEC.

3' Typical

IMC Not Permitted 
2" Rigid Conduit

Mast Clamp w/Insulator
(Customer provided)

5' min.
6' max.

12' min.

4. For weatherheads over 3' above roof, a guy supporting the mast shall be installed.

1. Meter locations must be approved by MPPS prior to installation.

8' X      Ground Rod

(One Piece, Acorn Type)
Ground Rod Clamp

85 "

Rebar

(Required)

(20' Min)

Typical 200 Amp Overhead
Service Diagram with

Attachment Above Roof

Conduit Brackets

See Note 4

Grounding Conductor 
per the NEC

Intersystem Ground Terminal
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