
Typical 200 AMP Overhead  
Meter Base Installation

Meter Base Installation

Minimum Of 4-1"

Use Anchors In

Screws To Mount 

Masonry.

Meter Base,

#4 Solid Bare Copper
Ground Wire

Typical Overhead

All connections
should have
oxidation inhibitor
applied to wires.

Threaded Hub

Insulated wire installed
by customer

Residential:
200 Amp: 2/0 Copper w/ #1 Neut.

Commercial:
200 Amp: 3/0 Copper w/ 1/0 Neut.

4/0 Al. w/ 2/0 Neut.

4/0 Al. w/ 2/0 Neut.

Typical Wire Size


